NOTE:
1. LENGTH OF TUBING VARIES WITH EACH SIZE OF DIAPHRAGM VALVE.
2. DIAPHRAGM VALVE IS NORMALLY OPEN, PRESSURE TO CLOSE
3.BOSS NO. 1 ON VALVE TAPPED 1/8" N.PT. (520, 521, 524) 1/4" N.PT. (526)
4. DRY DRAIN OPTION - VENT PORT OF SOLENOID IS CONNECTED TO
DOWNSTREAM SIDE OF VALVE.
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SOLENOID ENERGIZED.

UPSTREAM PRESSURE, FROM SOLENOID PORT 2 TO PORT 1,
IS APPLIED TO UPPER DIAPHRAGM CHAMBER TO CLOSE THE
DIAPHRAGM VALVE.

SOLENOID DE-ENERGIZED.

PRESSURE FROM UPPER DIAPHRAGM CHAMBER IS VENTED,
THROUGH SOLENOID PORT 1TO PORT 3 TO DRAIN.
UPSTREAM PRESSURE OPENS THE DIAPHRAGM VALVE.

h SOLENOID PORT #1
VENT - DO NOT PLUG (PORT 3)

ENERGIZED TO CLOSE
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VALVE PIPE
SERIES SIZE A B
" " 587 412
520 3/8 .\_\N 149.1 104.6
" " 6.52 5.12
521 3/4" A 1656 130.0
" (1] 7.62 |®.Nm
524 | 1-112%, 2" | - | T5s
" " 9.62 |N.ww
526 2-1/2", 3" | 525 | 000
INCHES
MILLIMETERS

FORM NO. 1081312

NO. DESCRIPTION PART NO. QTy.
1 | DIAPHRAGM VALVE - NORMALLY OPEN 1
. e
(NEMA 4 ONLY) - -
24 V.60 HZ. 1075639
3 [ SOLENOID MOUNTING BRACKET 1074783 1
4 | RD.HD. MACH. SCREW (8-32 X 1 1/4") 1072377 2
5 |HEX NUT (8-32) 1079811 2
6 | NUT AND SLEEVE ASSEMBLY (1/4" TUBE) 1071939 3
7 |90° ELBOW 1/8" M. X 1/4" TUBE 520-524 1078769 5
1/4" M. X 1/4" TUBE 526 1078770
8 | NYLONTUBING - BLACK (1/4" O.D.) (NOTE 1) 1071936 | N/A
9 |RD. HD. MACH. SCREW (526 ONLY) 3003551 2
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h SOLENOID PORT #1
VENT - DO NOT PLUG (PORT 2)

ENERGIZED TO OPEN

SOLENOID DE-ENERGIZED.

UPSTREAM PRESSURE, FROM SOLENOID PORT 3 TO PORT 1,
IS APPLIED TO UPPER DIAPHRAGM CHAMBER TO CLOSE THE
DIAPHRAGM VALVE.

SOLENOID ENERGIZED.

PRESSURE FROM UPPER DIAPHRAGM CHAMBER IS VENTED,
THROUGH SOLENOID PORT 1TO PORT 2 TO DRAIN.
UPSTREAM PRESSURE OPENS THE DIAPHRAGM VALVE.
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SERIES K520 THRU K526 DIA. VALVES
SOLENOID OPERATED VALVES
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